10/21/2004 — 3:41:00 PM

HORIZONTAL ANCHOR
BLOCKING —

SEE DETAIL 26.02
FOR SIZE (TYPICAL)

MECHANICAL JOINT PLUG

GATE VALVE
(NORMALLY CLOSED)

10" (MAXIMUN)

FIRE HYDRANT ASSEMBLY

(SEE DETAIL 26.09)

THREADED STEEL
RODS (MIN 2 REQ'D)
TYPICAL (SEE DETAIL 26.03)

THRUST COLLAR -
SEE DETAIL 26.04
FOR SIZE

PLAN VIEW
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